
Assest Number A01426 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 27.8 19.1 19.4 19.2 20.7 19.3

X5 17.8 18.0 17.9 17.7 17.9 17.7

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30

23C Shepherds Grove Ind Est
Stanton
Bury St Edmunds
Suffolk
IP31 2AR
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Assest Number A01433 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 19.9 20.0 19.5 19.4 20.0 20.7

X5 17.8 17.9 17.7 18.0 17.9 17.8

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01430 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 20.2 20.0 19.9 27.9 19.6 20.1

X5 17.8 18.0 17.9 18.1 18.0 17.8

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01448 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 20.6 19.0 19.5 20.0 19.2 19.2

X5 17.7 17.9 17.9 17.9 17.9 17.7

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01437 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 20.2 20.2 19.7 20.2 20.0 20.6

X5 17.9 17.9 18.0 18.0 17.8 17.7

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01421 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 19.1 19.9 19.9 20.1 18.9 20.1

X5 17.7 18.0 18.0 18.0 17.7 17.8

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30

6



Assest Number A01422 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 19.2 20.1 19.0 19.8 20.0 19.9

X5 17.9 17.8 17.5 17.8 17.6 17.8

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01460 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 27.8 27.8 20.1 20.6 27.7 20.2

X5 18.1 18.1 17.9 17.9 17.8 17.9

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01425 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 19.5 20.0 27.8 27.7 20.0 27.5

X5 17.6 18.0 17.8 18.0 18.1 17.8

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01429 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 19.3 20.5 19.0 19.9 20.1 19.2

X5 17.6 17.9 17.8 17.8 17.8 17.9

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01434 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 20.0 19.8 19.1 20.1 20.1 20.1

X5 17.8 17.9 17.6 17.7 18.1 17.9

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01452 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 20.2 20.0 20.2 20.1 19.9 19.5

X5 17.6 18.0 17.8 18.0 17.9 17.7

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01456 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 27.5 20.0 19.4 19.9 20.0 20.1

X5 17.7 18.0 18.0 18.0 17.8 18.0

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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Assest Number A01444 Date: 8th 
February 
2023

Distro Type MD25

Visual 1 2 3 4 5 6

Insulation 
Resistance 

E - L1 >200 N/A N/A N/A N/A N/A

E - L2 N/A >200 >200 >200 N/A N/A

E - L3 N/A N/A N/A N/A >200 >200

E  - N >200 >200 >200 >200 >200 >200

N - L1 >200 N/A N/A N/A N/A N/A

N - L2 N/A >200 >200 >200 N/A N/A

N - L3 N/A N/A N/A N/A >200 >200

L1 - L2 N/A N/A N/A N/A N/A N/A

L1 - L3 N/A N/A N/A N/A N/A N/A

L2 - L3 N/A N/A N/A N/A N/A N/A

Earth Impedance 

L1 0.0 N/A N/A N/A N/A N/A

L2 N/A 0.0 0.0 0.0 N/A N/A

L3 N/A N/A N/A N/A 0.0 0.0

N 0.0 0.0 0.0 0.0 0.0 0.0

E 0.0 0.0 0.0 0.0 0.0 0.0

RCD

1/2 >300 >300 >300 >300 >300 >300

X1 19.3 19.6 19.5 19.4 20.8 20.2

X5 17.8 18.0 17.7 18.0 18.0 18.0

Size 16 16 16 16 16 16

Type C C C C C C

RCD Setting 30 30 30 30 30 30
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